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SUB BEDDING TO BE 3/4" CRUSHED
WASHED ROCK

NOTES:

1. MIN COVER TO BE 4.5’ BELOW OFFICIAL STREET GRADE.
2. TRENCH WALLS TO BE SUPPORTED AS REQUIRED BY OSHA.

3. PIPE SHALL BE BEDDED FROM 18" BELOW THE BOTTOM OF THE PIPE TO 12°
ABOVE THE TOP OF THE PIPE.

4, TRENCH WIDTH SHALL NOT BE MORE THAN 16" NOR LESS THAN 12" WIDER
THAN THE LARGEST OD OF PIPE.

5. COMPACTION SHALL BE IN ACCORDANCE WITH CHAPTER 7.
6. TAPPING SADDLES REQUIRED IN AREAS WHERE THE BEDDING SECTION IS USED.
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